GENERAL NOTES: KEYED NOTES:

1. PROVIDE FIRE PROOFING AT ALL PIPING AND HANGER @ PROVIDE 1/2" CW TO COOL STEAM CONDASATE FROM
PENETRATIONS OF THE FIRE RATED ASSEMBLY AT THE UNDERSIDE HUMIDIFIER. COORDINATE LOCATION WITH HVAC.

i

ASSEMBLY AT THE UNDERSIDE OF THE ROOF TRUSSES.
@ 3/4” COLD WATER DOWN TO HOSE REEL (BY OWNER).

PROVIDE (HB—1) WITH VACUUM BREAKER FOR
CONNECTION TO HOSE REEL. COORDINATE HEIGHT
AND LOCATION OF HOSE REEL AND HB—-1 WITH
ARCHITECTURAL DRAWINGS.

HUGHES GROUP ARCHITECTS

22630 DAVIS DRIVE, SUITE 175
STERLING, VIRGINIA 20164
@ 1 1/2" COLD WATER DOWN TO FIRE DEPARTMENT 703.437.6600
CONNECTION. PROVIDE WATER METER IN LATERAL.

SEE DETAIL SHEET P-800.

Sterling, VA 20166
@ AUTOMATIC GAS SHUT—-OFF VALVE WITH MANUAL RESET (703) 450-0800
MOUNTED IN STAINLESS STEEL CABINET. SEE DETAIL

SHEET P-800. STRUCTURAL:

EHLERT-BRYAN

1451 Dolley Madison Blvd. Suite 220
Mclean, VA 22101

(703) 827-9552

@ PROVIDE SUPPLY AND DRAIN FOR DISHWASHER FROM

SINK.  PROVIDE SHUT—-OFF VALVE ON HOT WATER.
CONNECT DRAIN WITH DISHWASHER TAIL PIECE ON
EACH BOWL.

MECHANICAL/ELECTRICAL:

BRINJAC ENGINEERING
4000 Albermarle Street, NW

s Washingfon, DC 20016
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@ 1/2” COMPRESSED AIR DOWN TO HOSE REEL (BY
OWNER). PROVIDE QUICK DISCONNECT FOR
CONNECTION TO HOSE REEL. COORDINATE HEIGHT CivIL:
AND LOCATION OF QUICK DISCONNECT AND HOSE REEL
WITH ARCHITECTURAL DRAWINGS. SEE DETAIL SHEET ALPH.A COR.PORATION
P—800. 21351 Ridgetop Circle, Suite 200
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